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F9A BLOCKING PANEL, INTERIOR
Vertical load transfer = 2560 plf max.

Load bearing wall must stack over 
blocking and wall or beam below.*

When joists meet over wall, provide 
11⁄2" minimum bearing for each 
joist and install blocking panel 
to restrain both joists. Blocking 
panels not required when joists are 
continuous over wall and no load 
bearing wall exists above.

8d nails at 4"o.c. or 8d common, 
10d box or 3" x 0.131" nails at 
6” o.c. (toe nailed)

* Non-stacking load bearing walls require additional consideration.
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